
ACO FUNKI A/S ∙ Kirkevænget 5 ∙ DK-7400 Herning ∙ Tel. +45 97 11 96 00 ∙ Fax. +45 97 11 96 77 ∙ www.acofunki.com
1/1

Heatingsystem
(boiler)

Assembly instruction                              HEATING REGULATORPart № 18981

Maximum Temperture 60°
Maximum pressure 5 bar
Thermal conductivity Polymer concrete: 1,5 W/mK
Thermal conductivity Copper pipe: 370 W/mK
The System can be connected either as forward regulated or return regulated.

Heating regulator

Termostat
20-70°

Return to boiler

Supplyline
From boiler

HP Forward
Ø15 mm

Termometer
Manometer

HP Return
Ø15 mm

Pump

Vent valve
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Heat exchangers

Membrane Expansions container


