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Assembly instruction
Exhaust Ø800

GB
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Push the sleeve down the 
pipe, and fasten it with 
8 pcs. of sheet metal 
screws 4,8x16 (N136-121) 
and washers 5,3x15 
stainless (02-420) 
Then push the next pipe
into the sleeve and fasten
with 8 pcs. of sheet metal 
screws 4,8x16 (N136-121)
and washers 5,3x15 
stainless (02-420) 

Mount the flange 
on the motor with
4 set screw 6x16Bolt + 

nut

Mount 4pcs. motor fittings 
inside the pipe in rough-bored
holes

Assembly instruction - Exhaust

Cut of the pipe

Click the two rolling junctions together

Assembled pipes

Cut of the pipe

Motor suspension

Fasten the fan on the shaft
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Fig.1

Mount the exhaust on one side of the roof

Fig.1Fig.1

Cut hole for
the exhaust

Hole size for exhaust Ø800

15°
Roof

857 mm 882mm 913 mm

82
8 

m
m

20°
Roof

25°
Roof

1. Mount the bell mouth on the
pipe with 8 pcs. machine screws
6x16 (02-160), washer 6,4x18 
(02-430) and self-locking 
nut 6mm (02-202)

Angle
iron 45°
(900-061)

Assemble the wire
with wire clamp
3mm stainless 
steel
(01-031)

Coach screw
8*70 (02-312)

4.Mount the swivel damper in the bell mouth.
Mount the axle with spacer (R163-012) and
cotter pin 4x20 (N136-131) at one side of 
the damper , and at the other side the axle 
for the damper regulator. 

2. Hang up the exhaust in 4
wires. Mount as high up 
against the rafter as possible

The angle iron
is placed on
the exhaust

Stay tightener
6mm stainless steel 
(01-121)

Assemble the
wire with wire
clamp  3mm 
stainless steel
(01-031)

Wire 3mm 
stainless steel 
(01-002)

Cotter pin 
(N136-131)

Spacer black
 (R163-012)

Fasten the spindle with
set screw 8x20 (02-022) Fasten the spindle 

with set screw 8x20 
(02-022)

3. Mount the fan on
the motor suspension,
which are mounted in
the pipe. The fan blades
must point downwards

Remove the 
insulation

Set screw  8x20 (02-022)

Axle for swivel damper (6-101-2)

Hole for spindle
Hole for spindle
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Fig.1

1. Mount the bell mouth on 
the pipe with 8 pcs. machine 
screws 6x16 (02-160), 
washer 6,4x18 (02-430) and 
self-locking nut 6mm 
(02-202)

Fig.1Fig.1

Mounting the exhaust in the ridge

Ø800 - minimum 90 cm

3. Mount the fan on
the motor suspension,
which are mounted in
the pipe. The fan blades
must point downwards

2. Hang up the exhaust in 4
wires. Mount as high up 
against the rafter as possible

4. Mount the swivel damper in the bell mouth.
Mount the axle with spacer (R163-012) and
cotter pin 4x20 (N136-131) at one side of 
the damper , and at the other side the axle 
for the damper regulator. 

Cut hole for
the exhaust

Remove the 
insulation

Cotter pin 
(N136-131)

Spacer black
 (R163-012)

Set screw  8x20 (02-022)

Axle for swivel damper (6-101-2)

Fasten the spindle with
set screw 8x20 (02-022)

Fasten the spindle 
with set screw 8x20 
(02-022)

Hole for spindle
Hole for spindle

Angle
iron 45°
(900-061)

Assemble the wire
with wire clamp
3mm stainless steel 
(01-031)

Coach screw
8*70 (02-312)

The angle iron
is placed on
the exhaust

Stay tightener
6mm stainless steel 
(01-121)

Assemble the
wire with wire
clamp  3mm
stainless steel 
(01-031)

Wire 3mm 
stainless steel 
(01-002)
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Fig.1

Mounting the exhaust on one side of the roof -
through the loft

15°
Roof

857 mm 882 mm 913 mm

82
8 

m
m

20°
Roof

25°
Roof

Fig.1Fig.1

Angle
iron 45°
(900-061)

Assemble the
wire with wire
clamp  3mm 
electroplated
(01-021)

Coach screw
electroplated.
8*70 (02-312)

Hole for spindle4.Mount the swivel damper in 
the bell mouth. Mount the axle 
with spacer (R163-012) and
cotter pin 4x20 (N136-131) at 
one side of the damper , and 
at the other side the axle 
for the damper regulator. 

Fasten the spindle 
with set screw 8x20 
(02-022)

Fasten the spindle 
with set screw 8x20 
(02-022)

2. Mount the fan on
the motor suspension,
which are mounted in
the pipe. The fan blades
must point downwards

1.Hang up the exhaust in 4
wires. Mount as high up 
against the rafter as possible

Self-locking
nut 8 mm 
(02-203)

Machine screw 
8x16 58

0 
m

m

Cut hole in the ceiling
for the exhaust

Assemble to a ring with
8 set screws 8x16  (02-021) 
and  self-locking nuts 8 mm
(02-203)

Ø828

Ceiling

Ceiling

Mount the support ring 58 cm
from the top edge of the pipe
to the top edge of the support ring. 

Cut hole for
the exhaust

Remove the 
insulation

Support ring

Cotter pin 
(N136-131)

Spacer black
 (R163-012)

Set screw  8x20 (02-022)

Axle for swivel damper (6-101-2)

The angle iron
is placed on
the exhaust

Stay tightener
6mm electroplated 
(01-102)

Assemble the
wire with wire
clamp  3mm 
electroplated (01-021)

Wire 3mm 
stainless steel 
(01-002)

Hole for spindle

Hole size for exhaust Ø800
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Fig.1

Mounting the exhaust in the ridge -
through the loft

Fig.1Fig.1

Angle
iron 45°
(900-061)

Assemble the
wire with wire
clamp  3mm 
electroplated
(01-021)

Coach screw
electroplated.
8*70 (02-312)

Hole for spindle4.Mount the swivel damper in 
the bell mouth. Mount the axle 
with spacer (R163-012) and
cotter pin 4x20 (N136-131) at 
one side of the damper , and 
at the other side the axle 
for the damper regulator. 

Fasten the spindle 
with set screw 8x20 
(02-022)

Fasten the spindle 
with set screw 8x20 
(02-022)

2. Mount the fan on
the motor suspension,
which are mounted in
the pipe. The fan blades
must point downwards

1.Hang up the exhaust 
in 4 wires. Mount as high 
up against the rafter as 
possible

58
0 

m
m

Cut hole in the ceiling
for the exhaust

Assemble to a ring with
8 set screws 8x16  (02-021) 
and  self-locking nuts 8 mm
(02-203)

Ø828

Ceiling

Ceiling

Ø800 - minimum 90 cm

Cut hole for
the exhaust

Remove the 
insulation

The angle iron
is placed on
the exhaust

Stay tightener
6mm electroplated 
(01-102)

Assemble the
wire with wire
clamp  3mm 
electroplated
(01-021)

Wire 3mm RF
(01-002)

Cotter pin 
(N136-131)

Spacer black
 (R163-012)

Set screw  8x20 (02-022)

Axle for.swivel damper (6-101-2)

Hole for spindle

Mount the support ring 58 cm
from the top edge of the pipe
to the top edge of the support ring. 

Self-locking
nut 8 mm 
(02-203)

Machine screw 
8x16

Support ring
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Seal up with weatherstrip
(birds are not included in 
the delivery from Funki) 
and fasten with
screws (H72-016)

Push the rubber band over the
pipe and flashing. Remove the
white edging, and press the 
rubber band onto the pipe.

Ceiling

Fasten the flashing in 
the sides with screws

Multiflex ridge flashing
placed on the pipe

Fasten the flashing 
on the pipe with 
4 screws  4,8x16
(N136-121)

Important! Fasten the rubber band at 6 points 
both on the pipe and the flashing with screws, 
except the screws at the rolling junctions.
Fasten with screws close to the edge of the 
rolling junctions.

Push the cone 60 mm down over the
pipe and fasten with drilling screw
w/washer 4,8x19 (H71-002) 

Mount the flashing in the ridge
Multiflex Ridge can be used for slopes of  10°, 15° and 20°

The same procedure

Mounted exhaust
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NB! If the roof is made of asbestos cement , 
put intermediate plate  under the slit, and 
the procedure is the same as with steel plates

4. Cut a slit in the roof 50 mm wide and 
100 mm from the multiflex upper edge
Important: End the slit in the steel plate 
on the first top in both sides by the 
multiflex edge.

5. Mount the intermediate plate 
 into the slit with a weatherstrip 
under the steel plate, and fasten 
with screws through every top.

6. Joint in the corners
after mounting.

Cut of a roof
with steel plate

100 mm

200 mm
300 mm

700 mm7. Place the plain 
side on the Multiflex
flashing. Tighten with
silicone and fasten with 
screws through the intermediate 
plate, the flashing and the roof.

2. Make tight with 
weatherstrip (birds are not included 
in the delivery from Funki) and fasten the 
flashing with screws all the way round.

8. Fasten the flashing 
along the sides with 
screws.

3. Push the rubber band over the
pipe and flashing. Remove the
white edging, and press the 
rubber band onto the pipe.

Important! Fasten the rubber band at 6 points 
both on the pipe and the flashing with screws, 
except the screws at the rolling junctions.
 Fasten with screws close to the edge of the 
rolling junctions.

9. Push the cone 60 mm down over the
pipe and fasten with drilling screw
w/washer 4,8x19 (H71-002) 

Mount the flashing on one side of the roof
Multiflex can be used for slopes of 10°, 15° and 20°

1. Push the flashing down the pipe

Mounted exhaust
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Cut a hole in the flashing according
to the size in the drawing. 
The hole can be moved.

The flashing is pressed
down around the exhaust

This edge is pushed under slit
If steel plates, use  intermediate plate
(see mounting Multiflex flashing)

Fasten the flashing with self-drilling
screws 10x1-6 (D25-001)

Mounting flexible flashing 

Join the flashing at the edge.

80 cm

200 cm
150 cm

75 cm
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Mounting the light dimmer 

The light dimmer placed under the 
exhaust

Fittings and stay tightener
mounted on the light dimmer
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Screw the angle iron 
( 900-061) into the ceiling 
with coach screw  
8x70 (02-312)

Fasten the wire 3mm 
(01-002) with clamps 
3mm stainless steel 
(01-031

The distance between
the exhaust and the drip
tray must be min. 50 cm

Ceiling

Fasten the wire to the snap hook 5mm 
stainless steel (D47-001) with clamps 3mm 
stainless steel (01-002). Fasten the snap 
hook into the eye on the drip tray.

Mounting the drip tray PE1200
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Mounting the light dimmer -
exhaust through the loft Ø800

Loft

Loft

Screw the angle iron 45°
(900-061) into the ceiling 
with coach screw 8x70 
(02-312)

Set screw 6x35 RF (02-013)
Self-locking nut 6 mm (02-202)

Set screw 8-20 (02-022)
Washer 8,5x24 (02-440)

Self-locking nut 8 mm (02-203)

Washer 8,5x24 (02-440)

Nut 8mm (02-213)

Eyebolt 8x30 (03-020)

Clamp 3 mm (01-031)

Wire3 mm (01-002)

Clamp 3 mm (01-031

Stay tightener 6 mm (01-121)
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Neptronic
4060
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